
Fire risk assessment form

Details of organisation

1 Name of organisation Assessment undertaken by

2 Address

Postcode

3 Date Review date

4 Area assessed

Under Additional controls you should note the additional measures that are needed to reduce the risk
to an acceptable level and record when they have been implemented.

Fire risk details

Hazards/risks/persons
Note existing situation

1 What are the fire risks?
Note details of any flammable liquids, combustible
materials, ignition sources and persons at risk

Additional controls
Note here the additional measures that are needed
to reduce the risk to an acceptable level and record
when they have been implemented



Fire risk details (continued)

Hazards/risks/persons
Note existing situation

Additional controls
Note here the additional measures that are needed
to reduce the risk to an acceptable level and record
when they have been implemented

2 Can a fire be detected in a reasonable
time and people be warned?
Note details of any automatic fire detection system
or other means by which fire can be detected

3 Can people in the building get out safely?
Note details of fire exit doors, escape routes,
emergency lighting and signage



Fire risk details (continued)

Hazards/risks/persons
Note existing situation

Additional controls
Note here the additional measures that are needed
to reduce the risk to an acceptable level and record
when they have been implemented

4 Is there adequate firefighting equipment?
Note details of existing fire extinguishers,
hose reels, etc.

5 Do people know what to do if there is a fire?
Note details of any written evacuation procedures
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Fire risk details (continued)

Hazards/risks/persons
Note existing situation

Additional controls
Note here the additional measures that are needed
to reduce the risk to an acceptable level and record
when they have been implemented

6 Is a regular check made that firefighting
equipment is in place, are people trained
in its use, is it regularly maintained?
Note details of existing procedures for checking
and maintaining firefighting equipment and training

7 What effect would a fire have on our
neighbours?
Note risks of spreading fire and evacuation on
neighbouring premises


	1-Name of organisation: St.Matthew's-Parish of Edgeley & Cheadle Heath
	2-Assessment undertaken by: David G Brown
	3-Address1: Grenville Street
	4-Address2: Edgeley
	6-Postcode: SK3 9EE
	5-Address3: Stockport
	8-Review date: 12 Monthly
	7-Date: November 8th 2016
	9-Area assessed1: Church of St Matthew's
	10-Area assessed2: 
	11-What are the fire risks?: Relatively narrow aislesLimited signageLone workingWest door often locked during community activitiesPortable electrical appliancesLightingUse of extention cablesHandheld candles with drip trays during ChristingleUse of candles, inc. votive, Sanctuary , Altar and AdventStored cleaning materials in cupboards
	12-Can a fire be detected?: No automatic fire detection system installedThe Clergy and Choir Vestries cannot be seen from the main body of the church and vice versa
	13-Can people get out safely?: Exit from West Door and North Side Door;  one or both these door are open and unlocked when the church is in use; except for lone working.Exit via Vestry, through locked door leading into a padlocked outside "cage" area. Door and padlock keys kept on seperate hook, with identifiable tag.Exit South; there is a door which is kept locked, but with key hung on the door and clearly identifiable.There are fire escape signs at the West End and North door, but none pointing to exits South and East.Emergency lighting has now been installed.
	14-Adequate firefighting equipment?: The following fire exstinguishers are present in church and are tested annually by Crown Fire Service (last tested Sept 9th 2015)Choir Vestry -WATER 13A (9 lITRE)Lady Chapel- FOAMOrgan- CARBON DIOXIDE 2kgMusic Corner- FOAMKitchen- CARBON DIOXIDE 2kgFont- WATER 13A (9 Litre)Font- POWDER 21A3X Fire blankets in church (2 in kitchen, 1 by votive candle stand)Buckets filled with water also used at Christingle Service.
	15-What to do if there is a fire?: No staff members have specific fire safety training- but fire safety is about getting people out of the building safely and quickly.Full fire drill held on 3rd July 2016Property sometimes contains people new to the building eg. guests at weddings and baptismsProperty often  contains people with limited mobility, visual impairment or other pre-existing medical conditions.Property often contains families with young children and/or elderly people.
	16-Regular check?: See points 4 and 5 above
	17-Effect on neighbours?: No directly adjoining property
	11: 
	1-What are the fire risks?: In place NOW:All electrical items have been PAT tested October 2016.No smoking allowed in churchFire extinguishers serviced annually (Sept 16), and 3 fire blankets.Earth resistance test on lightning conductor carried out  June 2016 on the Chancel and Nave- Tower yet to be tested. Next due June 2018.Most candles are supervised and/ or extinguished on exiting church; votive candles are on a metal stand; Sanctuary candle is in a candle holder.Circuit breaker fuse boxMatches stored above childrens reachFire Safety visit from Stockport Fire Brigade 3rd Dec 2014At all services people are present who are familiar with the building and how to exit it in an emergency.

	12: 
	1-Can a fire be detected?: In place NOW:Clergy and Choir Vestries are relatively low risk from a fire and remain un-occupied during services. Smoke detector has been fittedThe kitchen and Nave are visible in a single glance and CO2 detector has been fitted near the boiler/ food prep. area.

	13: 
	1-Can people get out safely?: In place NOW:The main fire exit point from the East End of church is now the South Exit, which replaces the Choir Vestry exit.However exit via the Choir Vestry is unlocked during large scale worship events including Christingle and provides additional fire exit.Two Christingle services are now being held to keep attendance numbers at a manageable level.

	14: 
	1-Adequate firefighting equipment?: 

	15: 
	1-What to do if there is a fire?: In place NOW:Fire risk assessment included in a rolling programe reviewed by the PCC, whose responsibility it is for fire prevention.The role of Fire Safety Officer has been drawn up and endorsed by the PCC with David Brown being appointed.Additional fire stewards to be appointed for each Christingle service with a 'sign up' sheet in advance.Muster points established in the vicarage car park and the front of church grounds

	16: 
	1-Regular check?: 

	17: 
	1-Effect on neighbours?: 



